
APPLICATION: AP9 / AP137B
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For details refer to the next page.

B1

B2

B3 B5B7 S1F

1S1H
1S2H

2S1H

S2F S6

S7

GND24VAC

E5 E4 E4E8GND

Y1

S5F

E2.1 E2.2

1Y1

GND24VAC

2Y1

B4

VS 10-75 CG uPC  (AHU VS 10-15)

ON-OFF
1   2   3

1  2  3
0-10

1  2  3
0-10/S

20120824

terminal XG (24VAC)ground XG0 (GND)



B2
B2

MODBUS CONNECTIONB
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